
MICROPILE PER PLAN. DESIGN,
CONST. ETC. PER MANUF. TO
MEET WORKING DESIGN
LOAD PER PLAN W/ BRG PL
3/4x12x1'-0 W/ NUT T. & B.

NEW 24" x 32" CONC GRADE
BM W/ REINF PER PLAN

FIELD VERIFY EXISTING 20"
STONE WALL & DEPTH

4" CONC SLAB ON GRADE PER
PLAN

2-#5 x
"TRUSS BARS" ALIGNED
OVER EACH PIER HEAD

12'' 12''

8''

2
4

''

±
 8

'-0
"

SLAB ISOLATION JOINT
PORCH ROOF STEEL COLUMN
PER PLAN

12" SONO TUBE CONCRETE
COLUMN EXTENSION FROM
TOP OF GRADE BEAM TO
UNDERSIDE OF PATIO SLAB
FOR PORCH STEEL COLUMNS

3-#5 VERT DWL FULL HT

MIN L12x12 x 2'-6
UNDERPINNING BRACKETS

EXCAVATE 16"W x 12" 
DEEP KEYWAY INTO 
STONE FND @4'-0" OC

2-#5x
DOWELS INTO 
KEYWAY CORBEL

24''

30''

10" SONO TUBE CONCRETE
COLUMN EXTENSION FROM
BOTTOM OF GRADE BEAM TO
BOT OF OFH WALL

4-#5 CONT 
@TOP OF GRADE BM

4-#5 CONT 
@BOT. OF GRADE BM

2-#5 CONT 
@MID. OF GRADE BM

#4 STIRRUPS @16OC

MICROPILE PER PLAN. DESIGN,
CONST. ETC. PER MANUF. TO
MEET WORKING DESIGN
LOAD PER PLAN W/ BRG PL
3/4x12x1'-0 W/ NUT T. & B.

NEW 24" x 32" CONC GRADE
BM W/ REINF PER PLAN

FIELD VERIFY EXISTING 20"
STONE WALL & DEPTH

4" CONC SLAB ON GRADE PER
PLAN

2-#5 x
"TRUSS BARS" ALIGNED
OVER EACH PIER HEAD

12'' 12''

8''

2
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''
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"

SLAB ISOLATION JOINT
PORCH ROOF STEEL COLUMN
@ EAST ROOF END (K.1/11.9)

12" SONO TUBE CONCRETE
COLUMN EXTENSION FROM
TOP OF GRADE BEAM TO
UNDERSIDE OF PATIO SLAB
FOR PORCH STEEL COLUMNS

3-#5 VERT DWL FULL HT
EXCAVATE 16"W x 12" 
DEEP KEYWAY INTO 
STONE FND @4'-0" OC

2-#5x
DOWELS INTO 
KEYWAY CORBEL

24''

30''

4-#5 CONT 
@TOP OF GRADE BM

4-#5 CONT 
@BOT. OF GRADE BM

2-#5 CONT 
@MID. OF GRADE BM

#4 STIRRUPS @16OC

OPTIONAL MICROPILE PER
PLAN. DESIGN, CONST. ETC.
PER MANUF. TO MEET
WORKING DESIGN LOAD PER
PLAN W/ BRG PL 3/4x12x1'-0
W/ NUT T. & B.

FIELD VERIFY EXISTING 20"
STONE WALL & DEPTH

±
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"

STEEL COLUMN PER PLAN

OPTIONAL MIN L12x12 x 2'-6
UNDERPINNING BRACKETS

EMBED PLATE PER PLAN

4" CONC SLAB ON GRADE PER
PLAN

DEMOLISH UPPER 24" OF 
EXISTING WALL STONE

24" x 24" CONC BOND BEAM
W/4-#5 T&B CONT & #4 x
TIES @ 18" OC

2 1/2'' DIAM x 18'' DEEP HOLE
W/ 5000PSI GROUT

#5x42'' DWL @ 32'' oc

SLAB ISOLATION JOINT

4" CONC SLAB ON GRADE PER
PLAN

136'-7"

WELD SHEAR TAB 3/8x4x0'-8,
W/ (2) 3/4"DIAM THRU BOLTS
TO BEAM WEB

L8x6x3/8 x 0'-10 W/ (2) 5/8"
DIAM x 7" WELDED H.A.S.

7 5/8'' CMU WALL
W/ REINF PER
PLAN

136'-0"

STL BEAM PER PLAN

INFILL OPENING JAMBS BEYOND 
AFTER ELEVATOR CAR INSTALL, W/ 
8" CMU & #5 @ 16 VERTS, GROUT 
SOLID.   DOWEL TO MASONRY ALL 
3 SIDES W/ #3 x 1'-6 @ 16"oc SET IN 
5" HOLES W/ ANCHOR CEMENT

SHADED AREA INDICATES
BLOCKOUT POCKET IN THE
END OF THE BOND BEAM FOR
LINTEL BEARING

8" x MIN.16" LINTEL W/2-#5
BOT

OUTLINE OF EMBED PLATE 
IN BOND BM BEYOND

OUTLINE OF NEW CONC 
BOND BEAM END BEYOND

2x12 RAFTERS

3/4" T&G SHTG ON
WD JSTS PER PLAN

6" REINF CONC
SLAB PER PLAN

W14x61

HSS6x4x0.375W12x22

W8 STL BM PER PLANW21 STL BM PER PLAN

W14x26
3/8" WELDED END PLATE ON
W21 AND W8, W/ (4) THRU
BOLTS THRU MATED HOLES
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